1/4" GALV. STEEL THREADED

YOKE DOUBLE NUTTED: 1/4”
NEOPRENE SEAT.
_\ _>| 3ul<_
I

|;‘ 1/4” GALV. PLATE .
IMBEDDED IN CONC.—\ ~—— 2" GALV. PIPE

/ =1 o . '_|. . .
C 4 «——— 2" PIPE SUPPORT SUPPORT DETAIL
UNDER GATE VALVES

IR W’ 7 (2 REQ. SEE DETAL)

REE " |=———CLASS 2 CONCRETE
- 2 8"x8"x6”

CLASS 2 CONCRETE PUMP
PAD SIZE 36"x48"x6”

BOOSTER PUMP
0-100 P.S..
REDUCE TO PUMP SIZE PRESSURE GAUGE

FLANGED REDUCER

C.l. DOMESTIC
GATE VALVE TO P.O.C.

C.l. MOUNTING BASE

REDUCING FLANGE

REDUCE TO
PUMP SIZE

C.l. DOMESTIC
GATE VALVE

FLANGED REDUCER

FLANGED SPOOL  =p——T=
K(LENGTH AS REQ) p==== C.l. DOMESTIC

CHECK VALVE

FLANGED TEE ——=| Ul
PRESSURE GAGE —wl——

(]
I—
TO SYSTEM ——= REDUCING FLANGE

FLANGED 90" ELL

DWG NO.

CITY OF CLOVIS P-9A

4 FIANGED BOOSTER PUMP [~

e o
APPROVED BY: NO. REVISED BY ;}{F{?OVALS SCALE: NTS
,’
01-20-11 BGJ CM LA OTHER DRAWN BY: JA
CITY ENGINEER / DRU %ﬁ%ﬁ OTHER
PUD OTHER . |SHEET 1 OF 1

DATE:

S 24/l
[




