5'x5" CONCRETE PAD

(SEE DETAIL)
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NO. 6 BARS @ 12"
SOUNDING CENTERS (TYP.)
TUBE GRAVEL
\ FEED TUBE — 3/4" TYPE "K" COPPER
PIPE FOR FUTURE WATER
LUBE, CAP ENDS. WHERE
PIPE IS ENCASED IN
CONCRETE, IT SHALL BE
WRAPPED WITH PLASTIC
FOAM OR BUILDING PAPER,
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CONCRETE PUMP PAD DETAIL
USE CLASS 2 CONCRETE

SOUNDING
TUBE WITH
CAP, 27
BLACK PIPE
WELDED TO
CASING

TACK WELD 1/2” STEEL
PLATE TO TOP OF CASING.
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2.5" SCHEDULE 80 PVC
CONDUIT W/ LONG SWEEP

ELBOW.

(CAP ENDS).

*TBD = TO BE DETERMINED

DISTANCE TBD* DURING DESIGN
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3" GRAVEL FEED TUBE WITH CAP. 4’
OF BLACK STEEL PIPE TO BE
COUPLED TO SCHEDULE 80 PVC PIPE
AND EXTENDED 1’ BELOW BENTONITE
PLUG.

ASTM "A 139-74" FOR GRADE "B".

1 ROUT SEAL — 8 SACKS CEMENT
) PER CUBIC YARD OF MIX.

f=——30" DIAMETER HOLE

BENTONITE

[ — BLANK WELL CASING

18" I.D. X 5/16" THICK

EXTEND GRAVEL FEED TUBE 1’ BELOW
BOTTOM OF BENTONITE PLUG

| _— SOUNDING TUBE, END WITH

11.25° BEND INTO CASING.

GRAVEL PACK. GRAVEL SIZE
T.B.D. DURING DESIGN.

PERFORATED WELL CASING
18" 1.D. X 5/18" THICK
FULL LOUVERS

BLANK WELL CASING
18" 1.D. X 5/18" THICK

PLUG BOTTOM W/ STEEL PLATE
OR OTHER APPROVED PLUG.
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