NOTE:

SERVICE CABINET SHALL BE A TYPE IlIIAF
METERED/UNMETERED. MODEL SHALL BE A
TESCO 26-100 LBS, TESCO 24-200 (OR
APPROVED EQUAL). SEE PLANS FOR DETAILS.
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