3/4” MALE ELBOWS
(APPLETON P/H ELM90—75)

3/4” "T" CONDUIT BODY W/COVER \
& GASKET

(APPLETON D/H T75M, K75, GK75N)

=

/’% 3/4” GALVANIZED NIPPLE

—— (SEE STD. DRG. TS—6B FOR

— MAST ARM POLE MOUNTING

—— )
DUAL MOUNT

3/4" MALE ELBOWS

[~ —
|é —
Jl =
3/4" "TA" CONDUIT BODY — 3/4” GALVANIZED NIPPLE
— (SEE STD. DRG. TS—6B FOR

W/COVER & GASKET

(APPLETON P/H TA75—-M, K75,

GK75—N)

MAST ARM POLE MOUNTING)

Il

TRIPLE MOUNT

CITY OF CLOVIS |T
/ @ REF.: -
a2V OP/; COM DUAL & TRIPLE MOUNTING FD;}“URES STANDARD SPEC.
APPROVED BY: / NO. REVISED BY }%OVALS SCALE: NTS
04—15-09 BGJ CM | DRAWN BY: JA
CITY ENGINEER 44 | 01—18=11 5oy | DRU AW
DATE: y ol 02—16—11 sy | PP SHEET 1 OF 1
I ]




